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Montage- und Bedienungsanleitung
Hera LED Transformator
Typ LED 24/200W

BestimmungsgemaBe Verwendung
Flacher elektronischer Sicherheitstransformator fiir 24V DC LED bis 200 W. Nur fir den Betrieb im Innenbereich

geeignet.
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Die Montage und Demontage darf nur im spannungslosen Zustand durchgefiihrt werden!
Beim Austausch von defekten Teilen diirfen nur Originalteile verwendet werden.
Die Einbauabstinde miissen eingehalten werden. Bei Nichtbeachtung besteht Uberhitzungsgefahr.
Alle Steckverbindungen immer bis zum Anschlag einfiihren.
Die Gesamtbelastung darf die Transformatoren - Nennleistung nicht iiberschreiten.
Ein fester NetzanschluB darf nur durch eine Elektrofachkraft oder unterwiesenes Personal unter
Beachtung der einschlagigen Vorschriften (insbesondere VDE - Vorschriften) erstellt werden. Zur
Vermeidung von Gefahrdungen darf eine beschadigte duBere flexible Leitung ausschlieBlich vom
Hersteller, seinem Servicevertreter oder einer vergleichbaren Fachkraft ausgetauscht werden.
Bei der Auslésung des integrierten Uberlastschutzes infolge einer Uberlastung des Transformators
ist wie folgt zu verfahren:

e Transformator vom Netz trennen

o Fehlerursache beseitigen

¢ nach Abkiihlung ist der Transformator wieder betriebsbereit

Entsorgen Sie elektrische Gerate nicht im Hausmill, nutzen Sie die Sammelstellen in lhrer Gemeinde.
Wenn Sie das Gerat durch ein neues ersetzen, ist der Verkaufer gesetzlich verpflichtet, das alte

mindestens kostenlos zur Entsorgung entgegenzunehmen.

Nachdruck auch auszugsweise verboten.
Erklarung der Symbole: http://www.hera-online.de/de/fachliches.html

Assembly and operating Instructions
Hera LED Transformer
Type LED 24/200W

Intended use
Flat, electronic safety isolating transformer for 24V DC LED up to 200 W. This product is for indoor use only.
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Disconnect from the mains supply before attempting to mount/ dismount the lighting fixture.
Faulty parts should only be replaced with original parts.
The specified installation distances must be maintained. This warning must be observed to avoid
the risk of overheating.
Always fully insert all plug connections.
The total load may not exceed the nominal load of the transformer.
Permanent mains connection or the assembly must be referred to a qualified electrician. Installa-
tion has to be made according to Local and National Electric Codes. If the external flexible cable
or cord of this luminaire is damaged, it shall be replaced by a special cord or cord exclusively
available from the manufacturer, his service agent or a qualified specialist.
When the integrated overload protection is released because of an overload of the transformer
please proceed as follows:

o cut transformer off the mains

o eliminate the reason for the fault

o when the transformer has cooled down it is ready again for work

Do not dispose of electrical appliances in household waste, use separate collection facilities. When
replacing old appliances with new ones, the retailer is obliged by law to accept to take back your old

appliance for disposal free of charge.

Reproduction of this document in whole or part is forbidden.
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